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Chapter SPS 391

SANITATION
SPS391.01 Purpose. SPS 3911 Incinerating toilets.
SPS 391.02 Scope. SPS 391.12 Privies.
SPS 391.03 Definitions. SPS 391.13 Portable restrooms.
SPS 391.04 Registrations. SPS 391.14 Equal speed of access to toilets.
SPS 391.10 Composting toilet systems. SPS 391.20 Incorporation of standards by reference.

Note: Chapter Comm 91 was renumbered chapter SPS391 under s.13.92(4)  directly into a combustion chamheeduces the solid portion to
(b) 1., Stats., Register December 2011 No. 672. ashand evaporates the liquid portion.
SPS391.01 Purpose. This chapter has the following pur _, (6) “Pit privy” means an enclosed nonportable toilet into
which nonwater—carried human wastes are deposited to a subsur

posles:Th_ haot tablish - tandard d crit facestorage chamber that is not watertight.
(1) This chapter establishes minimum standards and cri erla(7) “Portablerestroom” means a self-contained portable unit

for the design, installation and maintenance of sanitayetems nipat includes fixtures, incorporating holding tank facilities
anddevices which are alternatives to water—carried waste plu Lsignedo receive human excrement.

ing fixtures and drain systems #@t these sanitation systems an . i N . .
devicesare safe andiill safeguard public health and the waters _(8) “Specialty event center” has the meaniiggven in s.

of the state. 101.128(1) (), Stats.
Note: Section 101.128 (1) (g), Stats., reads as follows:

(2) This chapterestablishes criteria for equal speed of accessgpecialty event center” means an open arena used for rallies, concerts, exhibits
to toilets for each gender in restrooms serving an amusement fagibther assemblies, with no permanent structure for such assembly
ity and a specialty event center where the public congregates. (9) “Vault privy” meansan enclosed nonportable toilet into
Note: Chapter SPS 361 to 366 relating to commercial buildings and structuiggich nonwater—carried human wastes are deposited to a subsur

specifiesthe minimum number of toilet facilities for women and men. ; ;
Note: Chapter SPS 390 relating swimming pools and water attractions containsfag?stzt?,racgreRggggggﬁ tzho%tolijgvg?t,grgf%tji—oo-CR 04-072: renum. (1)

minimum number of toilet facilities for women and men. h
History: Cr. RegisterApril, 2000, No532, ef. 7-1-00,CR 04-072: am. Register L%(Gl)f‘ifge(-zc)dr(fgc’égﬂ,t?n(g)a%daé?‘u%t(),’eﬁ“)safgég)(’g?gﬂséer é{’gszogggg@é? ’
July 2005 No. 594, ¢f1-1-06. December 2011 No. 672 " " "

SPS 391.02 Scope. (1) This chapter has the following  sps 391.04 Registrations. The installation of a vault
applications: privy or a pit privy to serve a state—owned facility shallégs

(a) This chapter applies to all composting toilet systems,-inciteredwith the department prior to installation. The registration of
erating toilets, pit privies and vault privies installed or constructedvault privy shall be accompanied buyficient information to
on or after the déctive date of this chapter determinecompliance with sSPS 384.25. The registration of a

(b) This chapter applies &eparate—gender restrooms servingit privy shall be accompanied by 8aient soil informationto
anamusemerfacility and a specialty event center where the pulfleterminecompliance with s. SPS 383.44 (4) (b).

i ifi i istory: CR 02-129: crRegister January 2004 No. 5&f, 2—1-04;correction
Iécpg%g%rigates that are constructed or altered as specified Irr’r]1a%'eun Yor 5. 13.00.(4) (b) 7 "Stots. RegiGer Decamber 2011 No- 672,

(2) Theprovisions of this chapter are not retroactively applied SPS 391.10 Composting toilet systems. (1) The
to existing installations unless specifically stated in the adminigaterials design, construction and performance of a composting
trative rule. toilet system shall conform to NSF Standard 41.

History: Cr. RegisterApril, 2000, No. 532, &f7-1-00,CR 04-072: am. (1) Reg : f f :
ister July 2005 No. 594, &f1—-1-06;cor rection in (1) (b) made under s. 13.92 (4) (2) All composting toilet systems shall be listed by a testing

(b) 7., Stats., Register December 2011 No. 672. agencyacceptable to the department.
Note: Listing agencies acceptable to the department include the American Gas
SPS 391.03 Definitions. In this chapter' Association; Canadian Standards Association; NSF Internatiodatierwriters

“ e . . . Laboratoriesand Warnock Hersey
(1) “Amusementfacility” has the meaning given in s. 101.128 (3) (a) Components for the storage or treatment of wastes

(1) (a), Stats. shallbe continuously ventilated.
"tlbxortrletzjs:ri(gﬁfgﬁﬁ.:’L‘Zr?\e(i)nga;n&?gsc; rs'i:?es (?rslz)?:lgl)wzrk amusement or the (b) Ventilation ducts or vents for tmmpOSting toilet system
park, state fair park, c>:)unty or othe); local faounds, or an§ sin%ilafacility, as deter "$hall conform to S SPS 382‘31 (16)
minedby department rule. Note: See appendix for a reprint of portions of s. SPS 382.31 (16).
(2) “Composting toilet system” means a method thlects, (4) (a) The disposal of the compost shall be in accordance

storesand converts by bacterial digestion nonliquid-carriedith EFA part 503. o . .
humanwastes or granic kitchen wastes, or both, into humus. ~ (b) The disposal of any liquid froma@mposting toilet system
(3) “Department’means the department of safety and profeghall be either to a public sanitary sewer system or a POWTS con
sionalservices. orming to ch. SPS 383.
“ - . . History: Cr. RegisterApril, 2000, No. 532, &f7-1-00;correction in (3) (b), (4

(4) “Facility where the public congregateisis the Meaning (o) mageunde & 13,65 (b (b) 7. ate, Regiser Decamber 001 No. 273 "
givenin s. 101.128 (1) (b), Stats.

Note: The relevant portions of section 101.128 (1) (b), Stats., read as follows: SPS 391.11 Incinerating toilets. (1) The design, con

“Facility where the public congregates” means any of the following that has a g9e&fruction andinstallation of a gas—fired incinerating toilet shall

eral capacity or a seating capacity of 500 or more persons:
1. An amusement facility conformto ANSI Z21.61.

3. A specialty event center (2) Thematerials, design, construction and performance of an
(5) “Incineratingtoilet” means a self-contained device for thelectric—firedincinerating toilet shall conforto NSF Standard
treatmentof nonliquid carried wastes that deposits the wastdq.

RegisterDecember 201 No. 672
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(3) All electric and gas—fired incinerating toilets shall be listed (b) A privy maybe installed in the floodfringe provided that
by a testing agency acceptable to the department. thearea is filled to remove it from the floodfringe designation or

Note: Listing agencies acceptable to the department include the American Ghe vault is flood—proofed.
Association,Canadian Standards Association, NSF International, Undergriter note: The department of natural resources determirfétiri§ or flood—proofing

Laboratoriesand \M”.‘OCk Hersey . is in accordance with current rules irfieett for development in a floodfringe area.
(4) (a) The disposal of the end product shall be of in accord History: Cr. RegisterApril, 2000, No. 532, f7-1-00; CR 01-139: am. (1) (b)
; ispbsa}- Register June 2002 No. 558f. gF-1-02;correction in (1) (a), (b) L. 3, (2) (b)
aSgc\;\?a\ggShllfc?ggFR Part 503, Standards for the Use or Di Sag. made under s. 13.92 (4) (b) 7., Stats., Register December 2011 No. 672.

Note: EFA materials relating to 503, including, “Domestic Septage Regula
tory Guidance: A Guide to the BPB03 Rule”, are available from the fiag of Water SPS 391.13 Portable reStroom.s' (1) The stc_)rage
ResourcePS ER, 401 M Street SWWashington D.C. 20460. chamberof a portable restrootimto which human waste is to be

(b) The disposal of any liquid from an incinerating todleall  deposited shall be watertight.
be either to a public sanitary sewer system or a POWTS conform (2) The entirefloor and the side walls to a height of not less
ing to ch. SPS 383. than4 inches of a portable restroom shall be of a material impervi

History: Cr. RegisterApril, 2000, No. 532, éf7-1-00;correction in (4) (b) ousto water
made under s. 13.92 (4) (b) 7., Stats., Register December 2011 No. 672. History: Cr. RegisterApril, 2000, No. 532, éf7-1-00.

SPS 391.12 Privies. (1) (a) The storage chamber of a

: . . SPS 391.14 Equal d of to toilets.
vault privy shall conform with the requirements of s. S§88.25 fqual Speed o1 actess 9 olets

. . o 1) AppLicaTION. This section applies to the toilet fixtures in-sep
relating to holding tanks, and shall have a minimum storaggate-genderestroomsserving an amusement facility and a-spe
capacityof 200 gallons or one cubic yard. cialty events center where the public congregates that are con

(b) 1. The storage chamber of a pit privy shall be sited agffuctedor renovated on or after January 1, 2006 only if one of the
locatedin soil recognized to provide treatment and dispersal §|lowing occurs:

accordancavith s. SPS 383.44 (4) (b). N
W r —gender r room I nstr r
Note: Chapter SPS 385 establishes procedures for conducting soil evaluations(!%;(ga) ew separate-ge der restrooms are constructed o Sepa

preparingsoil evaluation reports. Section SPS 305.33 delineates the qualificati _gendeto"ets are provided, in which case this section applies
andcertification procedures for individuals who conduct soil evaluations. only to the new restrooms.
2. Governmental units may set standards for the structure(b) More than 50% of the square footage of an existing-sepa
abovethe vault or pit for one— and two—family dwellings. rate—genderestroom is renovated, in which case this section
3. Privies for public use shatheet the requirements of thisappliesonly to the renovated portion.
sectionand chs. SPS 361 to 366. Note: Under section 101.128 (1) (d), Stats., “ ‘renovation’ means any structural

Note: Chapters NR 8lland 812 establish minimum separation distabeéseen remodelingjmprovement or alteration of an existing facility where the publie con
apit or vault privy and a potable well. Chapters NR @hd 812 are administered gregates. ‘Renovation does not include any of the following:
by the department of natural resources. 1 (F:Qeroofltng. deling. includi it thetallation of wall i ]
- . Cosmetic remodeling, Including painting or thstallation ot wall covering, O

(c) The storage chamber of a vault privy sha}l be anchored t aneling of floor covering or of suspended ceilings.
preventflotation caused by saturated soil conditions. 3. An alteration to an electrical or mechanical system.”

(2) (a) The storage chamber of a pit or vault privy shall be pro (2) NUMBER OF TOILET FACILITIES. When separate public rest
vided with a vent for the purpose of relieving explosive gases.roomsor other toilet facilities are provided for males and females

(b) The vent serving the storage chamber of a privy shall [#:an amusement facility and a specialty event center where the

1. Atleast 3 inches in diameter: public congregates, the number of toilets for the females shall be
2. Installed in accordance with s. SPS 382.31 (16) (a) to (%r_ovr:ded alt a ratio of 2 for every toilet and every urinal provided
and r the males.

. . . . . History: CR 04-072: crRegister July 2005 No. 594 fef-1-06.
3. Fabricated or provided with screening to prevent insects

from entering the storage chamber SPS 391.20 Incorporation of standards by refer -
(3) The servicing of a vault privy relative to the pumpingence. (1) CoNseNT. Pursuant to s. 227.21, Stats., the attorney
transportingand disposal of the contents shall be in accordangeneraland the revisoof statutes have consented to the incerpo

with ch. NR 1.3. ration by reference of the standards listed in sub. (3).

(4) Theabandonment of wault privy shall be accomplished (2) Cories. Copies of the adopted standards are on file in the
by: officesof the department, the secretary of state and the legislative

(a) Having the contents dhe storage chamber pumped andeferencebureau. Copies of the standards may be purchased
disposedf in accordance with ch. NRL3; throughthe respective ganizations listed in sub. (3).

(b) Removing the entire top of the chamber; and (3) ADOPTION OF STANDARDS. The standards referenced in

(c) Filling the remaining portion of the emptied storage chanR@'s-(2) and (b) are hereby incorporatedrbference into this
ber with soil or other inert material to an elevation equal to dhapter.
abovethe surrounding grade. (&) American National Standards Institute, Inc., 1430 Broad
(5) Theabandonment of a pit privy shall be accomplished tyay, New York, New York 10018, GAS-FIRED OILETS,
filling the storage chamber with soil or other inert materianto £21.61-1983.
elevation equal to the surrounding grade. (b) NSF International, 3475 Plymouth Road) FBox130140,
Note: The requirements of the commercial building code, chs. SPS 361 to 38N Arbor, Michigan 4813-0140, NON-LIQUID SAT-
applyto the structures built over those privies serving public buildings and placeS9RATED TREATMENT SYSTEMS, NSF 41-1998.

employment. . . . History: Cr. RegisterApril, 2000, No. 532, éf7-1-00;correction in (2) made
(6) (a) A privy may not be installed in a floodway under s. 13.92 (4) (b) 6., Stats., Register December 2011 No. 672.

RegisterDecember 201l No. 672
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